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I. ALL CONCRETE PADS NOT INDICATED ON DRAWINGS AS "BY G.C." FOR MECHANICAL AND ELECTRICAL
EQUIPMENT SHALL BE PROVIDED BY EACH TRADE CONTRACTOR.

2. ALL RATED PARTITIONS TO BE FIRE STOPPED PER SECTION 07270 OF SPECIFICATIONS. PIPING AND
CONDUIT THROUGH ALL RATED WALLS TO BE FIRE STOPPED PER 07270. PER NFPA 101, SECT. 8.2.3.2.4,
2000 ED. THE SPACE BETWEEN PENETRATIONS AND FIRE-RATED WALL OR FLOORS IS REQUIRED TO BE
FILLED WITH MATERIAL THAT MAINTAINS THE FIRE RESISTANCE.

3. CONTRACTORS TO VERIFY UTILITY LOCATIONS BEFORE EXCAVATING.

4. ALL INTERIOR TO BE EXTENDED TO DECK WITH GYP. BD. ON BOTH SIDES AND INSULATION. G.C. TO
PROVIDE OPENINGS IN WALL ABOVE CEILING FOR COMMUNICATION OF PLENUM SPACES AND THE
INSTALLATION OF FIRE DAMPERS COORDINATE PLACEMENT WITH HVAC WORK. ALL VERTICAL SHAFT
WALLS ARE TO BE EXTENDED TO DECK.

5. EACH TRADE IS RESPONSIBLE FOR RESTORING FINISHES AFFECTED BY THEIR WORK TO MATCH EXISTING
ADJACENT FINISHES.

6. AT ALL NEW WALL AND SOFFIT FRAMING, PROVIDE FRAMING, UNLESS NOTED OTHERWISE.

7. DIMENSIONS ON DRAWINGS WILL TAKE PRECEDENCE OVER SCALED DIMENSIONS.

8. ALL RATED CONSTRUCTION TO USE MATERIALS AS DETAILED WITH U.L. APPROVED ASSEMBLIES.

a. MAINTAIN FIRE-RATING OF PARTITIONS THROUGH PENETRATIONS BY ELECTRIC BOXES OR OTHER
DEVICES.

0. FIRE STOPPING:

A. FURRING TO BE FIRE STOPPED EVERY 10' X 10' MAXIMUM.

B. FIRE STOP ALL RATED PARTITIONS AT FLOORS, CEILINGS AND ROOF.

C. FIRE STOP ALL SOFFITS AT CEILINGS.

D. FIRE STOP ALL HOLLOW VERTICAL CAVITY SPACES IN WALLS & PARTITIONS AT CEILINGS OR DECK.

ll.  CODED NOTES ARE NOT INTENDED TO BE STRICTLY LIMITED TO THE AREAS IDENTIFIED AND SHALL
APPLY ELSEWHERE AS APPLICABLE.

I2. FOR TYPE OF CONSTRUCTION AND FIRE RATINGS OF BUILDING COMPONENTS, SEE "CODE ANALYSIS' IN
DWG. ASP.I. SEE ALSO NFPA 10I, LIFE SAFETY CODE.

3. FOR ARCHITECTURAL SYMBOLS AND ABBREVIATIONS, SEE LEGEND ON THIS SHEET.

14, ALL WORK TO FOLLOW CONTRACT DOCUMENTS (CONTRACT, DRAWINGS, AND SPECIFICATIONS).

I5. EACH CONTRACTOR TO HIRE THE GENERAL CONTRACTOR TO MAKE ALL PATCH WORK, AND REPAIR ALL
FINISHES.

6. ALL U.L. RATED SMOKE PARTITIONS AND FLOOR PENETRATIONS TO BE FIRE STOPPED OR SMOKE
STOPPED PER SECTION 07270. PIPING AND CONDUIT THROUGH ALL RATED WALLS TO BE FIRE STOPPED
PER SECTION 07270 UNLESS PERMITTED WITH GYPSUM SPACKLING COMPOUND BY O.B.C.

I7. CONTRACTOR TO FIRE STOP ALL CHASES AS PER THE O.B.C.

18. ALL NEW EXPOSED INTERIOR GYPSUM BOARD TO BE FINISHED AND PAINTED, U.ON.

19.  ARCHITECT TO APPROVE, PRIOR TO COMMENCEMENT OF THE WORK, THE CUTTING OF ANY AND ALL
STRUCTURAL SYSTEMS.

20. SEE STRUCTURAL DRAWINGS FOR LINTEL SCHEDULE.

21. LOCATION OF MASONRY CONTROL JOINTS ON PLANS WILL TAKE PRECEDENCE OVER LOCATION ON
ELEVATION.

22. ALL NEW CONCRETE BLOCK TO HAVE TOOLED JOINTS, AND BE LAID OUT WITH RUNNING BOND PATTERN,
UNLESS OTHERWISE NOTED.

23. ALL EXPOSED CONCRETE CONSTRUCTION OR EXPANSION JOINTS TO BE CHAMFERED AND CAULKED.

24. CONTRACTOR TO VERIFY ALL FIELD DIMENSIONS AND CONDITIONS.

25. MAINTAIN FIRE-RATING OF PARTITIONS THROUGH PENETRATIONS BY ELECTRIC BOXES AND OTHER
DEVICES. PER NFPA 10l, SECT. 8.2.3.2.4, 2000 ED. THE SPACE BETWEEN PENETRATIONS AND
FIRE-RATED WALL OR FLOORS IS REQUIRED TO BE FILLED WITH MATERIAL THAT MAINTAINS THE FIRE
RESISTANCE.

26. CONTRACTOR TO PROVIDE WATERPROOFING AT ALL FOUNDATION WALLS BELOW GRADE. SEE
SPECIFICATION SECTION O7110.

27. CONTRACTOR IS TO RESEED ALL AREAS DISTURBED BY NEW CONSTRUCTION.

28. ALL REMOVABLE GLASS STOPS TO BE INSIDE THE ROOMS OR BUILDING.

29. ALL EXTERIOR GLASS TO BE LOWE DOUBLE PANE INSULATED, EXCEPT FOR SPANDREL GLASS.

30. CONTRACTOR TO REMOVE ALL MATERIAL NOT APPROVED FOR FILL OR NOT REQUIRED FOR FILL, TRASH,
LEFTOVER MATERIALS, ETC., FROM PROPERTY. CONTRACTOR TO FOLLOW ALL STATE OR LOCAL
REQUIREMENTS FOR TRASH REMOVAL AND DISPOSAL.

3l.  ALL NEW WORK TO FOLLOW THE OHIO BUILDING CODE (O.B.C.).

32. ALL NEW WORK TO FOLLOW O.B.C. ACCESSIBILITY GUIDELINES

33. THE INFORMATION GIVEN HEREIN AND OON THE PLANS IS AS EXACT AS COULD BE SECURED FOR
BIDDING PURPOSES. ACCURACY IS TO BE FEILD VERIFIED. CONTRACTORS MUST EXAMINE THE JOB
CONDITIONS AND VERIFY ALL MEASUREMENTS, DISTANCES, ELEVATIONS, CLEARANCES, ETC. AND BASE
THE BID AND WORK ON VERIFIED CONDITIONS.

34. CONTRACTORS TO VERIFY PIPE AND CONDUIT LOCATIONS BEFORE STARTING DEMOLITION WORK.

35. CONTRACTOR TO BE RESPONSIBLE FOR PATCHING ALL EXISTING FINISHES ALTERED OR DAMAGED DURING
CONSTRUCTION TO MATCH EXISTING ADJACENT FINISHES. PATCHING TO BE PERFORMED BY QUALIFIED
PERSONS EXPERIENCED WITH THE MATERIALS BIENG PATCHED.

36. ALL AREAS OF THE SITE DISTURBED BY CONSTRUCTION ARE TO BE RESTORED. PROVIDE TOPSOIL AND
SEED FOR ALL AFFECTED AREAS, PER SPECIFICATIONS.

37. ASBESTOS CAUTION:

THIS SITE CONTAINS VARIOUS BUILDING MATERIALS CONTAINING ASBESTOS. SOME OF THESE MATERIALS
ARE TO BE ABATED BY THE OWNER'S AGENT DURING THIS PROJECT UNDER A SEPERATE CONTRACT -
OTHER WILL REMAIN. ALL CONTRACTORS ARE TO FAMILIARIZE THEMSELVES WITH THE KNOWN INVENTORY
OF ASBESTOS CONTAINING MATERIALS FOR THIS SITE. NO CONTRACTOR OR PERSON IS TO DISTURB
ASBESTOS CONTAINING MATERIALS UNLESS AUTHORIZED TO DO SO BY THE OWNER AND 1S QUALIFIED
AND LICENSED TO HANDLE AND DISPOSE OF ASBESTOS. SEE ALSO THE SPECIFICATIONS FOR FURTHER
REQUIREMENTS.

38. ALL FOOTINGS TO BE 32" MIN. BELOW GRADE U.ON.

39. ALL WINDOWS TO RECIEVE I'" THICK SOLID POLYMER STOOLS. ALL STOOLS ALONG CURTAIN WALLS TO
ALSO RECEIVE I" THICK SOLID POLYMER STOOLS.

B.M. BENCH MARK GALV. GALVANIZED ﬁ REVISION
7777777, BRICK G.C GENERAL CONTRACTOR
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GENERAL SITE NOTES

P

R FOR TEST BORING INFORMATION SEE SPECIFICATIONS.
NEW GRADING SLOPE [:3 MAXIMUM, EXCEPT OTHERWISE NOTED.

SEED ALL AREAS DISTURBED BY NEW CONSTRUCTION.
PROTECT ALL TREES TO REMAIN AS INDICATED ON DRAWINGS.

ook WN

REMOVE EXISTING FENCES, TREES AND ROOTS, PIPING AS INDICATED ON
DRAWINGS OR AS REQUIRED TO PERFORM NEW WORK. HAUL AWAY ALL
MATERIALS NOT ACEPTABLE FOR SALVAGE.

6. FOR EXISTING UTILITIES SEE SITE UTILITIES DRAWINGS.
7. LOCATE ALL U.G. UTILITIES BEFORE STARTING EXCAVATION.

8. TOPOGRAPHICAL INFORMATION BASED ON SURVEY PERFORMED BY LEE KNUPPLE
ASSOCIATES, INC.

. CONTRACTOR TO VERIFY ALL DIMENSIONS AND ELEVATIONS IN FIELD.
0. ALL WORK TO FOLLOW CONTRACT DOCUMENTS AND SPECIFICATIONS.
. ALL FILL AND BACKFILL MATERIAL TO BE COMPACTED PER SPECIFICATIONS.

12.  REVISE MANHOLES OR CATCH BASIN ELEVATIONS TO REMAIN AS REQUIRED TO
MAKE THEM FLUSH WITH NEW GRADING.

N
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ALL EXISTING WALKS, PAVING, EQUIPMENT, SIGNS, ETC. TO REMAIN EXCEPT AS
-7 NOTED.

ALL PATCHING OF EXISTING SIDEWALKS TO BE DONE ALONG EXISTING
CONTROL OR EXPANSION JOINTS ONLY.

|
|
} 5. ALL EXISTING SIDEWALKS OR PAVEMENT TO REMAIN SHALL BE REPAIRED IF
|
I

EX|5T|NG BU| LD|NG DAMAGED DURING CONSTRUCTION.

THE GRADE ELEVATIONS ON SITE PLAN WILL SUPERSEDE ALL OTHERS, EXCEPT
WHERE OTHERWISE NOTED.

17.  CONTRACTOR TO REMOVE FROM PROPERTY ALL MATERIALS NOT APPROVED
/ FOR FILL OR NOT REQUIRED FOR FILL, U.ON.

RESOD ALL EXISTING SODDED AREAS DISTURBED BY CONSTRUCTION.

‘ G.C. TO SEED GRADED AREAS AS SOON AS POSSIBLE OR PROVIDE
~ A TEMPORARY EROSION PROTECTION BY TEMPORARY SEEDING UNTIL COMPLETION
v/ b NN OF THE NEW WORK.
|

-7 TN \ 20. SLOPE GRADES, BLACKTOP, AND SLABS AWAY FROM BUILDING AT 1/4" PER FT.
N\ IN 5'-0" TO INSURE PROPER SURFACE DRAINAGE.

- / N 21.  GENERAL CONTRACTOR TO FULLY RESTORE ENTIRE CONSTRUCTION AREA AFTER

COMPLETION OF WORK. RESTORATION TO INCLUDE, BUT NOT BE LIMITED TO:

/ PAVED SURFACES, CURBS, SODDING, LANDSCAPING, AND OUTDOOR LIGHTING.

INTENT 1S TO RESTORE CONSTRUCTION AREA TO CONDITONS WHICH EXISTED

PRIOR TO THIS CONTRACT

\ 22. CONSTRUCTION TRAFFIC AND CONSTRUCTION DELIVERY VEHICLES SHALL USE
MAIN ROAD FOR ACCESS TO CONSTRUCTION AREA ONLY. THERE SHALL BE NO
STANDING, PARKING, OR "WAITING" ON PARKING LOT. TRAFFIC AND VEHICLES
SHALL NOT BLOCK OR IMPEDE PEDESTRIAN OR TRAFFIC FLOWN WHEN ENTERING

g OR LEAVING SITE.

23. CONSTRUCTION MATERIAL DELIVERY AND CONSTRUCTION VEHICLE ACTIVITY

SHALL BE SCHEDULED TO MINIMIZE IMPACT ON SITE TRAFFIC. DELIVERIES
SHALL BE SCHEDULED WITH THE OWNER.

24. EXISTING SERVICES AND ACCESS POINTS TO REMAIN IN OPERATION AT ALL
TIMES.

25. NO PARKING ALLOWED ON EXISTING ROAD AND PARKING LOT AREAS. U.O.N.

G.C. TO PERFORM ROUGH GRADING BEFORE PROCEEDING WITH FOOTING
EXCAVATION. FILL MATERIAL TO BE COMPACTED PER SPECIFICATIONS.

\
|
‘J 26.
{ NON-ACCEPATABLE MATERAIL TO BE REMOVED FROM PROPERTY.

J 27. SEE SOIL TEST BORING REPORT IN THE SPECIFICATIONS FOR GRADING AND

W73\ (100'>Q"

s~ EXCAVATION WORK.

28. SURVEY BENCHMARK EXISTING BUILDING ELEVATION OF 787.73'

29. ABSOLUTE ELEVATION 787.73' EQUAL RELATIVE FINISHED FIRST FLOOR
ELEVATION 100'-0".

30. SEE DRAWINGS CPI.I01 ¢ C3-101 FOR ADDITIONAL INFORMATION.
el 3. EXISTING SPRINKLER SYSTEM IS ABANDONED BY THE OWNER.

ﬁ

I

EXISTING BUILDING

787.73' (100'-0")
$ (GROUND FLOOR F.F.)

O CODED SITE NOTES

NEW STORM SEWER LINE.

NEW MANHOLE

NEW METAL EDGING

SMOOTH 2" DIA. MIN. RIVER WASHED GRAVEL 4" DEEP.
REMOVE EXISTING TREE AND SAVE FOR REINSTALLATION.
EXISTING STORM SEWER LINE TO BE REMOVED. SEE CSI.101.
EXISTING AIR INTAKES.

@Q®OO®OO®O

STEEL HANDRAIL, PAINTED.
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GENERAL SITE DEMOLITION NOTES

CONTRACTOR SHALL PROTECT ALL TREES, AND ADJACENT CONSTRUCTION TO
REMAIN.

CONTRACTOR SHALL DISPOSE ALL ITEMS TO BE REMOVED FROM SITE, U.O.N. BY
THE EPA, OR THE ARCHITECT, AND THAT SUCH ITEMS ARE TO BE REMOVED AND
RETURNED TO THE EPA.

CONTRACTOR SHALL CONTACT ALL APPLICABLE UTILITY COMPANIES BEFORE
DIGGING. CONTRACTOR SHALL BE RESPONSIBLE FOR LOCATING AND PROTECTING
ALL UNDERGROUND UTILITIES WITHIN PROJECT LIMITS.

IN CIRCUMSTANCES WHERE CONFLICTING INFORMATION 1S SHOWN, CONTACT OWNER
OR ARCHITECT BEFORE PROCEEDING.

CONTRACTOR SHALL BE RESPONSIBLE FOR REVIEWING ALL DOCUMENTS PERTAINING
TO WORK OF THIS CONTRACT AND COORDINATING DEMOLITION WORK TO ASSURE
ACCURACY FOR EXTENT OF WORK TO BE DEMOLISHED.

PROVIDE EXISTING TREE 4 SHRUBS TO REMAIN WITH TEMPORARY PROTECTION
FENCES ALONG DRIP LINES, U.O.N. (EVEN IF NOT SHOWN ON DRAWINGS)

THE LOCATION AND NUMBER OF TREES IS TO BE FIELD VERIFIED BY THE
CONTRACTOR BEFORE BUILDING.

ALL EXISTING AIR INTAKES ARE TO BE PROTECTED AND ARE TO REMAIN OPERABLE
AT ALL TIMES.

REMOVAL OF ITEMS INCLUDES FASTENERS AND FASTENER SLEEVES. CONTRACTOR

IS ALSO TO REPAIR ALL SURFACES TO REMAIN. THE REPAIR IS TO MATCH
SURROUNDING AREA IN TEXTURE, COLOR, AND MATERIALS AS CLOSE AS POSSIBLE.

CODED NOTES

EXISTING PLAZA TO BE REMOVED BY G.C., INCLUDING WALLS, PAVING, PLANTING,
LIGHTING, ETC. SEE MECHANICAL DWGS. FOR ADDITIONAL INFORMATION.

EXISTING TREES TO BE REMOVED AND TURNED OVER TO THE OWNER FOR
REPLANTING.

EXISTING SIDEWALK TO REMAIN.
G.C. TO REMOVE EXISTING CONCRETE STAIRS, AND ADA RAMP, FOUNDATIONS, ETC.
G.C. TO REMOVE EXISTING PAVING, CURBS, WALLS, ETC.

EXISTING STORM SEWER LINE SECTION TO BE REMOVED. SEE MECHANICAL DWGS.
FOR ADDITIONAL INFORMATION.

G.C. TO REMOVE EXISTING GLASS ENCLOSURE INCLUDING, BUT NOT LIMITED TO THE
ROOF, WALLS, ¢ DOORS. THE G.C. IS TO REMOVE AND REINSTALL THE REVOLVING
DOOR AND ALL ITEMS NEEDED FOR A COMPLETE REINSTALLATION. G.C. TO
PROVIDE STAINLESS STEEL COVER PLATE.

EXISTING DOOR OPERATOR SYSTEM (ALL COMPONENTS) TO BE REMOVED AND
SAVED FOR REINSTALLATION.

EXISTING AIR INTAKES.

G.C. TO REMOVE EXISTING YARD DRAINS AND ALL ASSOCIATED PIPING. SEE
PLUMBING DWGS. FOR ADDITIONAL INFORMATION.

G.C. TO REMOVE EXISTING EXTERIOR LIGHTING. SEE ELECTRICAL DWGS. FOR
ADDITIONAL INFORMATION.

G.C. TO REMOVE EXISTING DOWNSPOUT AND ALL ASSOCIATED UNDERGROUND
PIPING.

REMOVE EXISTING METAL EDGING AND GRAVEL. REUSE GRAVEL IF POSSIBLE.
GRAVEL MUST BE CLEAN AND FREE OF SOIL, GRASS, ETC. PROVIDE APPROVED
FILL MATERIAL AS REQUIRED.

G.C. TO REMOVE AND REPLACE METAL EDGING AND STONE AS REQUIRED TO
COMPLETE THE WORK.
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G.C. TO INSTALL 34" FIRE RETARDENT PLYWOOD ON ALL WALLS OF THE
COMMUNICATION CLOSET TO A HEIGHT OF 8'-0" A.F.F.. PAINT PLYWOOD.

PROVIDE 3 SHELVES 3'-0" LONG X 8" DEEP. SEE DETAIL 2/A4.3. G.C. TO
COORDINATE INSTALLATION AND LOCATION W/ OWNER. REPLACE ALL
DAMAGED OR MISSING PARTS.

RELOCATED REVOLVING DOOR. REMOVE EXISTING CURVED GLASS PANELS.
PROVIDE PREFINISHED 1/8" CURVED ALUMINUM PANELS.

STEEL GATE PAINTED . PROVIDE SPRING HINGES. SEE DETAIL 6/A6.3.1.

MECHANICAL CHASE, CHASE IS CLOSED AT GROUND FLOOR. FIRESTOP
PENETRATIONS.

G.C. TO INSTALL LIQUID MARKER BOARD WITH 4' X 4' OAK CABINET.
CONTRACTOR TO MOUNT BOARD AT MANUFACTURER'S RECOMMENDED HEIGHT.
PROVIDE BLOCKING IN WALL.

@ G.C. TO PROVIDE B SHELVES 4'-6" LONG X 12" DEEP W/ 3 MIN. VERTICAL
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SUPPORTS. SEE DETAIL 2/A4.3.

PROVIDE NEW STEEL LADDER, PAINTED. SEE DETAIL 1I/A5.2.

PROVIDE NEW GLASS AND STEEL GUARDRAIL AND OAK HANDRAIL- BASE BID,
SEE DETAIL 10/A9.2. ALTERNATE BID- PROVIDE MODESTO GLASS AND
STAINLESS STEEL HANDRAIL BY PéP ARTEC OR APPROVED EQUAL. RAILING
TO BE SIDE BRACKET MOUNTED.

PROVIDE | HR UL RATED GLAZING SYSTEM.

PROVIDE CLERESTORY WINDOWS IN THIS WALL. SEE INTERIOR ELEVATIONS.

REMOVE EXISTING CURTAIN WALL, DOOR AND DOOR FRAMES. SEE MECHANICAL
AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

EXISTING FLOOR TILE AND MASTIC CONTAINS ASBESTOS. G.C. TO REMOVE
TILE, AND MASTIC, ETC, TO BARE CONCRETE. PROVIDE TRANSITION BETWEEN
NEW AND EXISTING. REMOVE ALL FASTENERS AND FILL ALL HOLES, ETC.

G.C. TO INSTALL WATER PROOFING MEMBRANE. EXTEND MEMBRANE 10'-0"
PAST UNEXCAVATED AREA. ON EXISTING BUILDING EXTEND WATERPROOFING
DOWN PAST FIRST BASEMENT LEVEL. SEE DRAWING AdQ.l FOR DETAILS.

PROVIDE STEEL HANDRAIL, PAINTED. AT LANDINGS PROVIDE STEEL
GUARDRAIL, PAINTED. SEE DETAILS 7/A6.3.1 § 8/A6.3.1.

PROVIDE METAL STUD WALL WITH %" GYPSUM BOARD (BOTH SIDES) PAINTED
ABOVE THE DOOR TO THE STRUCTURE.

PREFINISHED ALUMINUM LOUVER WITH BIRD AND INSECT SCREEN. G.C. TO
PROVIDE 24 GAUGE PREFINISHED FLASHING TO MATCH CURTAIN WALL.

NEW EXTERIOR 4000 PSI AE CONCRETE STAIR.
NEW 4000 AE CONCRETE LANDING.

METAL DETECTOR BY OWNER

XRAY MACHINE BY OWNER.

4" X 4" X k" STEEL TUBE 36" HIGH WITH STEEL CAP, PAINTED. COORDINATED
WITH COUNTER HEIGHT.

3'-6" HIGH 18 GA. METAL STUD WALL WITH SOLID POLYMER STOOL. SEE
DETAIL 2/A4.2. COPE STOOLS AROUND COLUMNS.

REMOVE EXISTING CARPETING. PROVIDE NEW CARPETING. PREPARE EXISTING
FLOOR AS PER MANUFACTURER'S RECOMMENDATIONS.

WALKWAY SUPPORT TUBE, PAINTED. SEE STRUCTURAL DRAWINGS.
DROP FOUNDATION WALL AT DOOR. EXTEND SLAB OVER FOUNDATION WALL.

PROVIDE OAK CHAIR RAIL ALONG ENTIRE ROOM PERIMETER. SEE DETAIL
117A9.2

PROVIDE RECESSED METAL EXPANSION JOINT, WITH COVER. SEE DETAIL 13/9.6
$14/A9.6

PROVIDE VERTICAL METAL EXPANSION JOINT, WITH COVER. SEE DETAIL
11/7A6.3.1

PROVIDE STEEL GUARD RAIL, PAINTED.

SERVICE CHASE DOES NOT COMMUNICATE BETWEEN FLOORS. ALL
PENETRATIONS TO BE FIRE STOPPED.

EXPOSED STEEL COLUMN, PAINT ALL VISIBLE SURFACES.
LINE OF SUN SCREENS ABOVE.
DROP FOUNDATION WALL TO ACCOMMODATE REVOLVING DOOR SLAB.

@ G.C. TO REMOVE EXISTING FUME HOOD. SEE MECHANICAL DRAWINGS.
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1/8"=1"-0"

REMOVE ALL HANGERS, ETC.

EXISTING ELECTRIC LINE, AIR, AND WATER LINES TO BE REMOVED. G.C. TO
CUT METAL SLEEVES FLUSH WITH FLOOR AND FILL OPENINGS WITH 3,000 PSI
CONCRETE 4" THICK MIN. SEE MECHANICAL AND ELECTRICAL DRAWINGS.
FOR DETAIL OF WALL CONNECTION AT REVOLVING DOOR SEE DETAIL 6/A4.7.

WALL TYPES ARE DEFINED SHEET A7.1- FINISH SCHEDULE AND NOTES.

NOTE: SEE CIVIL, MECHANICAL, STRUCTURAL, AND ELECTRICAL DRAWINGS FOR
ADDITIONAL INFORMATION,
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CODED NOTES

|. PROVIDE I" MIN. SPACE BETWEEN CURTAIN WALL AND STEEL
BUILDING FRAME.

2. PROVIDE I" MIN SPACE BETWEEN THE EXTERIOR METAL STUD
FRAMING AND STEEL FRAME.

3. SEE ALSO STRUCTURAL DRAWINGS.
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O CODED NOTES

® G.C. TO INSTALL 3" FIRE RETARDENT PLYWOOD ON ALL WALLS OF THE
COMMUNICATION CLOSET TO A HEIGHT OF 8'-0" A.F.F.. PAINT PLYWOOD.

@ PROVIDE 3 SHELVES 3'-0" LONG X 8" DEEP. SEE DETAIL 2/Ad.3. G.C. TO
COORDINATE INSTALLATION AND LOCATION W/ OWNER. REPLACE ALL
DAMAGED OR MISSING PARTS.

RELOCATED REVOLVING DOOR. REMOVE EXISTING CURVED GLASS PANELS.
PROVIDE PREFINISHED 1/8" CURVED ALUMINUM PANELS.

STEEL GATE PAINTED . PROVIDE SPRING HINGES. SEE DETAIL 6/A6.3.1.

MECHANICAL CHASE, CHASE IS CLOSED AT GROUND FLOOR. FIRESTOP
PENETRATIONS.

G.C. TO INSTALL LIQUID MARKER BOARD WITH 4' X 4' OAK CABINET.
CONTRACTOR TO MOUNT BOARD AT MANUFACTURER'S RECOMMENDED HEIGHT.
PROVIDE BLOCKING IN WALL.

® 960 ©

G.C. TO PROVIDE 5 SHELVES 4'-6" LONG X 12" DEEP W/ 3 MIN. VERTICAL
SUPPORTS. SEE DETAIL 2/A4.3.

PROVIDE NEW STEEL LADDER, PAINTED. SEE DETAIL 1I/A5.2.

PROVIDE NEW GLASS AND STEEL GUARDRAIL AND OAK HANDRAIL- BASE BID,
SEE DETAIL 10/A9.2. ALTERNATE BID- PROVIDE MODESTO GLASS AND
STAINLESS STEEL HANDRAIL BY P¢P ARTEC OR APPROVED EQUAL. RAILING
TO BE SIDE BRACKET MOUNTED.

CNC

PROVIDE | HR UL RATED GLAZING SYSTEM.
PROVIDE CLERESTORY WINDOWS IN THIS WALL. SEE INTERIOR ELEVATIONS.

REMOVE EXISTING CURTAIN WALL, DOOR AND DOOR FRAMES. SEE MECHANICAL
AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

® ®6 6

EXISTING FLOOR TILE AND MASTIC CONTAINS ASBESTOS. G.C. TO REMOVE
TILE, AND MASTIC, ETC, TO BARE CONCRETE. PROVIDE TRANSITION BETWEEN
NEW AND EXISTING. REMOVE ALL FASTENERS AND FILL ALL HOLES, ETC.

G.C. TO INSTALL WATER PROOFING MEMBRANE. EXTEND MEMBRANE 10'-0"
PAST UNEXCAVATED AREA. ON EXISTING BUILDING EXTEND WATERPROOFING
DOWN PAST FIRST BASEMENT LEVEL. SEE DRAWING AdQ.l FOR DETAILS.

®

(® PROVIDE STEEL HANDRAIL, PAINTED. AT LANDINGS PROVIDE STEEL
GUARDRAIL, PAINTED. SEE DETAILS 7/A6.3.1 ¢ 8/A6.3.1.

(© PROVIDE METAL STUD WALL WITH %" GYPSUM BOARD (BOTH SIDES) PAINTED
ABOVE THE DOOR TO THE STRUCTURE.

(? PREFINISHED ALUMINUM LOUVER WITH BIRD AND INSECT SCREEN. G.C. TO
PROVIDE 24 GAUGE PREFINISHED FLASHING TO MATCH CURTAIN WALL.

NEW EXTERIOR 4000 PSI AE CONCRETE STAIR.
(@ NEW 4000 AE CONCRETE LANDING.

@ METAL DETECTOR BY OWNER

@ XRAY MACHINE BY OWNER.

€2 4" X 4" X ' STEEL TUBE 36" HIGH WITH STEEL CAP, PAINTED. COORDINATED
WITH COUNTER HEIGHT.

@ 3'-6" HIGH 1& GA. METAL STUD WALL WITH SOLID POLYMER STOOL. SEE
DETAIL 2/A4.2. COPE STOOLS AROUND COLUMNS.

REMOVE EXISTING CARPETING. PROVIDE NEW CARPETING. PREPARE EXISTING
FLOOR AS PER MANUFACTURER'S RECOMMENDATIONS.

@ WALKWAY SUPPORT TUBE, PAINTED. SEE STRUCTURAL DRAWINGS.
@ DROP FOUNDATION WALL AT DOOR. EXTEND SLAB OVER FOUNDATION WALL.

@ PROVIDE OAK CHAIR RAIL ALONG ENTIRE ROOM PERIMETER. SEE DETAIL
117A9.2

PROVIDE RECESSED METAL EXPANSION JOINT, WITH COVER. SEE DETAIL 13/9.6
§14/A9.0

@ PROVIDE VERTICAL METAL EXPANSION JOINT, WITH COVER. SEE DETAIL
11/7A6.3.1

@ PROVIDE STEEL GUARD RAIL, PAINTED.

@ SERVICE CHASE DOES NOT COMMUNICATE BETWEEN FLOORS. ALL
PENETRATIONS TO BE FIRE STOPPED.

@ EXPOSED STEEL COLUMN, PAINT ALL VISIBLE SURFACES.
@ LINE OF SUN SCREENS ABOVE.
@ DROP FOUNDATION WALL TO ACCOMMODATE REVOLVING DOOR SLAB.

@ G.C. TO REMOVE EXISTING FUME HOOD. SEE MECHANICAL DRAWINGS.
REMOVE ALL HANGERS, ETC.

@ EXISTING ELECTRIC LINE, AIR, AND WATER LINES TO BE REMOVED. G.C. TO
CUT METAL SLEEVES FLUSH WITH FLOOR AND FILL OPENINGS WITH 3,000 PSI
CONCRETE 4" THICK MIN. SEE MECHANICAL AND ELECTRICAL DRAWINGS.

@ FOR DETAIL OF WALL CONNECTION AT REVOLVING DOOR SEE DETAIL 6/A4.7.

@ WALL TYPES ARE DEFINED SHEET A7.1- FINISH SCHEDULE AND NOTES.

NOTE: SEE CIVIL, MECHANICAL, STRUCTURAL, AND ELECTRICAL DRAWINGS FOR
ADDITIONAL INFORMATION,
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CODED NOTES

|. PROVIDE 1" MIN. SPACE BETWEEN CURTAIN WALL AND STEEL
BUILDING FRAME.

2. PROVIDE I" MIN SPACE BETWEEN THE EXTERIOR METAL STUD
g7t — 43" FRAMING AND STEEL FRAME.

3. SEE ALSO STRUCTURAL DRAWINGS.
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(O CODED NOTES

@ G.C. TO INSTALL 3" FIRE RETARDENT PLYWOOD ON ALL WALLS OF THE
COMMUNICATION CLOSET TO A HEIGHT OF 8'-0" A.F.F.. PAINT PLYWOOD.

(@ PROVIDE 3 SHELVES 3'-0" LONG X &" DEEP. SEE DETAIL 2/A9.3. G.C. TO
COORDINATE INSTALLATION AND LOCATION W/ OWNER. REPLACE ALL
DAMAGED OR MISSING PARTS.

RELOCATED REVOLVING DOOR. REMOVE EXISTING CURVED GLASS PANELS.
PROVIDE PREFINISHED 1/8" CURVED ALUMINUM PANELS.

STEEL GATE PAINTED . PROVIDE SPRING HINGES. SEE DETAIL 6/A6.3.1.

MECHANICAL CHASE, CHASE IS CLOSED AT GROUND FLOOR. FIRESTOP
PENETRATIONS.

G.C. TO INSTALL LIQUID MARKER BOARD WITH 4' X 4' OAK CABINET.
CONTRACTOR TO MOUNT BOARD AT MANUFACTURER'S RECOMMENDED HEIGHT.
PROVIDE BLOCKING IN WALL.

® 960 ©

G.C. TO PROVIDE 5 SHELVES 4'-6" LONG X 12" DEEP W/ 3 MIN. VERTICAL
SUPPORTS. SEE DETAIL 2/A49.3.

Q

PROVIDE NEW STEEL LADDER, PAINTED. SEE DETAIL 1I/AB.2,

CNC)

PROVIDE NEW GLASS AND STEEL GUARDRAIL AND OAK HANDRAIL- BASE BID,
SEE DETAIL 10/A9.2. ALTERNATE BID- PROVIDE MODESTO GLASS AND
STAINLESS STEEL HANDRAIL BY P4P ARTEC OR APPROVED EQUAL. RAILING
TO BE SIDE BRACKET MOUNTED.

PROVIDE | HR UL RATED GLAZING SYSTEM.
PROVIDE CLERESTORY WINDOWS IN THIS WALL. SEE INTERIOR ELEVATIONS.

REMOVE EXISTING CURTAIN WALL, DOOR AND DOOR FRAMES. SEE MECHANICAL
AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

©@ ®6 6

EXISTING FLOOR TILE AND MASTIC CONTAINS ASBESTOS. G.C. TO REMOVE
TILE, AND MASTIC, ETC, TO BARE CONCRETE. PROVIDE TRANSITION BETWEEN
NEW AND EXISTING. REMOVE ALL FASTENERS AND FILL ALL HOLES, ETC.

G.C. TO INSTALL WATER PROOFING MEMBRANE. EXTEND MEMBRANE [0'-0"
PAST UNEXCAVATED AREA. ON EXISTING BUILDING EXTEND WATERPROOFING
DOWN PAST FIRST BASEMENT LEVEL. SEE DRAWING Ad.l FOR DETAILS.

®

(® PROVIDE STEEL HANDRAIL, PAINTED. AT LANDINGS PROVIDE STEEL
GUARDRAIL, PAINTED. SEE DETAILS 7/A6.3.1 ¢ 8/A6.3.1.

(© PROVIDE METAL STUD WALL WITH %" GTYPSUM BOARD (BOTH SIDES) PAINTED
ABOVE THE DOOR TO THE STRUCTURE.

(@ PREFINISHED ALUMINUM LOUVER WITH BIRD AND INSECT SCREEN. G.C. TO
PROVIDE 24 GAUGE PREFINISHED FLASHING TO MATCH CURTAIN WALL.

NEW EXTERIOR 4000 PSI AE CONCRETE STAIR.
(® NEW 4000 AE CONCRETE LANDING.

€0 METAL DETECTOR BY OWNER

@) XRAY MACHINE BY OWNER.

@ 4" X 4" X B" STEEL TUBE 36" HIGH WITH STEEL CAP, PAINTED. COORDINATED
WITH COUNTER HEIGHT.

3'-6" HIGH 1& GA. METAL STUD WALL WITH SOLID POLYMER STOOL. SEE
DETAIL 2/A4.2. COPE STOOLS AROUND COLUMNS.

REMOVE EXISTING CARPETING. PROVIDE NEW CARPETING. PREPARE EXISTING
FLOOR AS PER MANUFACTURER'S RECOMMENDATIONS.

@ WALKWAY SUPPORT TUBE, PAINTED. SEE STRUCTURAL DRAWINGS.
@ DROP FOUNDATION WALL AT DOOR. EXTEND SLAB OVER FOUNDATION WALL.

@ PROVIDE OAK CHAIR RAIL ALONG ENTIRE ROOM PERIMETER. SEE DETAIL
117A9.2

PROVIDE RECESSED METAL EXPANSION JOINT, WITH COVER. SEE DETAIL 13/9.6
414/A9.6

PROVIDE VERTICAL METAL EXPANSION JOINT, WITH COVER. SEE DETAIL
11/7A6.3.1

@ PROVIDE STEEL GUARD RAIL, PAINTED.

SERVICE CHASE DOES NOT COMMUNICATE BETWEEN FLOORS. ALL
PENETRATIONS TO BE FIRE STOPPED.

62 EXPOSED STEEL COLUMN, PAINT ALL VISIBLE SURFACES.
63 LINE OF SUN SCREENS ABOVE.
69 DROP FOUNDATION WALL TO ACCOMMODATE REVOLVING DOOR SLAB.

@ G.C. TO REMOVE EXISTING FUME HOOD. SEE MECHANICAL DRAWINGS.
REMOVE ALL HANGERS, ETC.

@ EXISTING ELECTRIC LINE, AIR, AND WATER LINES TO BE REMOVED. G.C. TO
CUT METAL SLEEVES FLUSH WITH FLOOR AND FILL OPENINGS WITH 3,000 PSI
CONCRETE 4" THICK MIN. SEE MECHANICAL AND ELECTRICAL DRAWINGS.

@ FOR DETAIL OF WALL CONNECTION AT REVOLVING DOOR SEE DETAIL 6/A4.7.

@ WALL TYPES ARE DEFINED SHEET A7.1- FINISH SCHEDULE AND NOTES.

NOTE: SEE CIVIL, MECHANICAL, STRUCTURAL, AND ELECTRICAL DRAWINGS FOR
ADDITIONAL INFORMATION.
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CODED NOTES

|. PROVIDE 1" MIN. SPACE BETWEEN CURTAIN WALL AND STEEL
BUILDING FRAME.

2. PROVIDE I" MIN SPACE BETWEEN THE EXTERIOR METAL STUD
FRAMING AND STEEL FRAME.

3. SEE ALSO STRUCTURAL DRAWINGS.
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COMMUNICATION CLOSET TO A HEIGHT OF 8'-0" A.F.F.. PAINT PLYWOOD.

(@ PROVIDE 3 SHELVES 3'-0" LONG X 8" DEEP. SEE DETAIL 2/Ad.3. G.C. TO
COORDINATE INSTALLATION AND LOCATION W/ OWNER. REPLACE ALL

T
(@ G.C. TO INSTALL 3" FIRE RETARDENT PLYWOOD ON ALL WALLS OF THE
DAMAGED OR MISSING PARTS.

|2|_3%|I i_g 8l éu 4_q 31_30 5I_4%II ol—a 5_ éu 5'—8%' 6'—5%" 5'—8%' 12—t

RELOCATED REVOLVING DOOR. REMOVE EXISTING CURVED GLASS PANELS.
PROVIDE PREFINISHED 1/8" CURVED ALUMINUM PANELS.
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STEEL GATE PAINTED . PROVIDE SPRING HINGES. SEE DETAIL 6/A6.3.1.

MECHANICAL CHASE, CHASE IS CLOSED AT GROUND FLOOR. FIRESTOP
PENETRATIONS.

® 060 ©

G.C. TO INSTALL LIQUID MARKER BOARD WITH 4' X 4' OAK CABINET.
CONTRACTOR TO MOUNT BOARD AT MANUFACTURER'S RECOMMENDED HEIGHT.
PROVIDE BLOCKING IN WALL.

G.C. TO PROVIDE 5 SHELVES 4'-6" LONG X 12" DEEP W/ 3 MIN. VERTICAL
‘ SUPPORTS. SEE DETAIL 2/A9.3.

Q

PROVIDE NEW STEEL LADDER, PAINTED. SEE DETAIL 11I/A5.2.

©®

PROVIDE NEW GLASS AND STEEL GUARDRAIL AND OAK HANDRAIL- BASE BID,
! SEE DETAIL 10/A9.2. ALTERNATE BID- PROVIDE MODESTO GLASS AND
CURTAIN WALL STYSTEM JA STAINLESS STEEL HANDRAIL BY PéP ARTEC OR APPROVED EQUAL. RAILING

TO BE SIDE BRACKET MOUNTED.

CURTA
A SYS]

PROVIDE | HR UL RATED GLAZING SYSTEM.

In
|2'—32'

PROVIDE CLERESTORY WINDOWS IN THIS WALL. SEE INTERIOR ELEVATIONS. EPA

REMOVE EXISTING CURTAIN WALL, DOOR AND DOOR FRAMES. SEE MECHANICAL

AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION. A W B E R C
u u u [ ] u u

®/ | l EXISTING FLOOR TILE AND MASTIC CONTAINS ASBESTOS. G.C. TO REMOVE
—rrt TILE, AND MASTIC, ETC, TO BARE CONCRETE. PROVIDE TRANSITION BETWEEN ANN EX

NEW AND EXISTING. REMOVE ALL FASTENERS AND FILL ALL HOLES, ETC.

| | @ G.C. TO INSTALL WATER PROOFING MEMBRANE. EXTEND MEMBRANE 10'-0"
| i PAST UNEXCAVATED AREA. ON EXISTING BUILDING EXTEND WATERPROOFING
DOWN PAST FIRST BASEMENT LEVEL. SEE DRAWING Ad.l FOR DETAILS.
® PROVIDE STEEL HANDRAIL, PAINTED. AT LANDINGS PROVIDE STEEL 26 W. MARTIN LUTHER KING DR.
GUARDRAIL, PAINTED. SEE DETAILS 7/A6.3.1 ¢ 8/Ac 3.1, CINCINNATI, OHIO 45268

M © PROVIDE METAL STUD WALL WITH %" GYPSUM BOARD (BOTH SIDES) PAINTED
ABOVE THE DOOR TO THE STRUCTURE.

@ ®6 6

CURTAIN| WALL
SYSTEM 'B'

@ PREFINISHED ALUMINUM LOUVER WITH BIRD AND INSECT SCREEN. G.C. TO
PROVIDE 24 GAUGE PREFINISHED FLASHING TO MATCH CURTAIN WALL. Prepared for:

NEW EXTERIOR 4000 PS| AE CONCRETE STAIR.

@ NEW 4000 AE CONCRETE LANDING.

€0 METAL DETECTOR BY OWNER E NVI R O N WI E NTA L
€1) XRAY MACHINE BY OWNER. PROTECTION

TYI

@ 4" X 4" X " STEEL TUBE 36" HIGH WITH STEEL CAP, PAINTED. COORDINATED

WITH COUNTER HEIGHT. AG E N CY

3'-6" HIGH 18 GA. METAL STUD WALL WITH SOLID POLYMER STOOL. SEE
DETAIL 2/A4.2. COPE STOOLS AROUND COLUMNS.

o

CINCINNATI, OHIO

REMOVE EXISTING CARPETING. PROVIDE NEW CARPETING. PREPARE EXISTING
FLOOR AS PER MANUFACTURER'S RECOMMENDATIONS.

@ WALKIWAY SUPPORT TUBE, PAINTED. SEE STRUCTURAL DRAWINGS.

@ DROP FOUNDATION WALL AT DOOR. EXTEND SLAB OVER FOUNDATION WALL.

€) PROVIDE OAK CHAIR RAIL ALONG ENTIRE ROOM PERIMETER. SEE DETAIL Date: Issued For:
11/Ad.2

CURTAIN WALL SYSTEM 'A'

PROVIDE RECESSED METAL EXPANSION JOINT, WITH COVER. SEE DETAIL 13/9.6 12/20/02 BIDSET
¢14/A9.6 '

q7|_4%|l

@ PROVIDE VERTICAL METAL EXPANSION JOINT, WITH COVER. SEE DETAIL
117A6.3.1

@ PROVIDE STEEL GUARD RAIL, PAINTED.

@ SERVICE CHASE DOES NOT COMMUNICATE BETWEEN FLOORS. ALL
PENETRATIONS TO BE FIRE STOPPED.

@ EXPOSED STEEL COLUMN, PAINT ALL VISIBLE SURFACES.

63 LINE OF SUN SCREENS ABOVE.

_.) FE L__

@ DROP FOUNDATION WALL TO ACCOMMODATE REVOLVING DOOR SLAB.

@ G.C. TO REMOVE EXISTING FUME HOOD. SEE MECHANICAL DRAWINGS.
REMOVE ALL HANGERS, ETC.

@ EXISTING ELECTRIC LINE, AIR, AND WATER LINES TO BE REMOVED. G.C. TO
WA\’\’ CUT METAL SLEEVES FLUSH WITH FLOOR AND FILL OPENINGS WITH 3,000 PSI
WR F\RE/. CONCRETE 4" THICK MIN. SEE MECHANICAL AND ELECTRICAL DRAWINGS.

5

ss o N8 Y o IDOR
3|15 {2

'/ @ FOR DETAIL OF WALL CONNECTION AT REVOLVING DOOR SEE DETAIL 6/A9.7.

@ WALL TYPES ARE DEFINED SHEET A7.1- FINISH SCHEDULE AND NOTES.

—-L NOTE: SEE CIVIL, MECHANICAL, STRUCTURAL, AND ELECTRICAL DRAWINGS FOR
ADDITIONAL INFORMATION.
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REMOVE EXISTING GLASS CURTAIN WALL. G.C. TO INSTALL
TWO NEW DOUBLE GLAZED INSULATED, LOWE TINTED WINDOWS
IN PREFINISHED ALUMINUM FRAMES.

G.C. TO POUR A NEW CONCRETE WALL THAT MATCHES THE
THICKNESS OF THE EXISTING FIREWALL. COLOR AND TEXTURE
OF THE CONCRETE 1S TO MATCH EXISTING. NEW WALL TO BE
DOWELED INTO EXISTING STRUCTURE WITH EPOXY AND #4
STEEL BAR @ 16" O.C. (BOTH SIDES) MIN. 3 PER SIDE.
ALUM. GLASS CURTAIN WALL.

EXTERIOR METAL PANEL.

OAK CHAIR RAIL.

ACOUSTICAL LAYIN CEILING TILE.

EXTERIOR LIGHTING.

GYPSUM WALL BOARD PAINTED.

STEEL COLUMNS PAINTED.

PREFINISHED ALUMINUM HANDRAIL WITH SAFTEY GLAZING.
DRYPIPE SPRINKLERS, SEE MECHANICAL DWGS.

EXTEND ALL WALLS TO DECK ABOVE CEILING. PROVIDE
OPENINGS ABOVE THE CEILINGS IN THE WALLS FOR HVAC
PLENIUM. SEE ALSO HVAC DRAWINGS. THIS IS TYPICAL
THROUGHOUT BUILDING.

WOOD PANELS. SEE DETAIL 6/A9.4, SEE ALSO DRAWINGS
A3.2 ¢ A3.3.

NEW 3 HR UL RATED WALL EXTEND TIGHT AGAINST EXISTING
STRUCTURE. SEE WALL TYPE E3 ON A7.l.

NEW HM FIRE DOOR AND FRAME.
REMOVE EXISTING CEILING, LIGHTS, ETC.
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